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NATIONAL DAM INSPECTION PROGRAM
PHASE I INSPECTION REPORT

ME-00014
SLEEPER DAM

SABATTUS
ANDROSCOGGIN COUNTY, MAINE

SABATTUS POND QUTLET
March 27, 1979 (Field Inspection)
BRIEF ASSESSMENT

The Sleeper Dam is a dry-laid stone masonry and concrete struc-
ture with a free overfall spillway and a gated outlet. The dam
is about 140 feet long and 10.5 feet high.

Based on the visual inspection and reports of past operational
performance, the Sleeper Dam js assessed to be in fair condition.
Major concerns regarding the safety of the dam include: loose
and displaced stone masonry, inoperable gateworks, and spalled
concrete,

Based on the dam's intermediate size and significant hazard
potential, the spillway test flood is one-half the probable
maximum flood (1/2 PMF). The spillway capacity is approximately

90 cfs or about 3 percent of the routed test flocd outflow of

3,300 cfs. During the test flood, water would overtop the easterly
abutment by 4 feet and the westerly abutment by 3 feet.

The recommendations and remedial measures, as outlined in Section

7, should be implemented within 12 months after receipt of this
report by the owner to enhance the integrity of the structure.

The following should be evaluated by a Registered Professional
Engineer: 1) the hydrology of the watershed and hydraulics of the
dam with respect to the need for additional spiliway and outlet
capacity; 2) a provision for re-establishing the integrity of the
stone masonry; and 3) the need and appropriate construction

details for a facility to provide access to the outlet gates during
high flow. Remedial measures include: 1) repair of spalled concrete
surfaces; 2) repair of outlet gates and operating equipment; 3)
clearing of trees and brush from the left spiliway; 4) providing
around-the-clock surveillance during periods of anticipated high
runoff; 5) development of a formal warning system and implementation
of its use in the event of an emergency; and 6) institution of
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a program of annual technical inspections.

EDWARD C. JORDAN C{.,s INC.

Stangsy E. Watker, P.E.
Project Officer
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PREFACE

This report is prepared under guidance contained in the Recommended
Guidelines for Safety Inspection of Dams, for Phase I investiga-
tions. Copies of these guidelines may be obtained from the Office
of Chief of Engineers, Washington, D.C. 20314. The purpose of a
Phase I investigation is to identify expeditiously those dams
which may pose hazards to human T1ife or property. The assessment
of the general condition of the dam is based upon available data
and visual inspections. Detailed investigation, and analyses
involving topographic mapping, subsurface investigations, testing,
and detailed computational evaluations are beyond the scope of a
Phase 1 investigation; however, the investigation is intended to
identify any need for such studies.

In reviewing this report, it should be realized that the reported
condition of the dam is based on observations of field conditions
at the time of inspection along with data available to the inspec-
tion team. In cases where the reservoir was lowered or drained
prior to inspection. such action, while improving the stability

and safety of the dam, removes the normal load on the structure

and may obscure certain conditions which might otherwise be detect-
able if inspected under the normal operating environment of the
structure.

It is important to note that the condition of a dam depends on
numerous and constantly changing internal and external conditions,
and is evolutionary in nature. It would be incorrect to assume
that the present condition of the dam will continue to represent
the condition of the dam at some point in the future. Only through
continued care and inspection can there be any chance that unsafe
conditions be detected.

Phase I inspections are not intended to provide detailed hydrologic
and hydraulic analyses. In accordance with the established guide-
Tines, the spillway tast flood is based on the estimated "Probable
Maximum Floed" for the region (greatest reasonable possible storm
runcff), or fractions thereof. Because of the magnitude and
rarity of such a storm event, a finding that a spillway will not
pass the test flood should not be interpreted as necessarily
posing a highly inadequate condition. The test flood provides a
measure of relative spillway capacity and serves as an aid in
determining the need for more detailed hydrologic and hydraulic
studies, considering the size of the dam, its general condition
and the downstream damage potential.

iv
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PHASE I INSPECTION REPORT
SLEEPER DAM
SECTION 1
PROJECT INFORMATION

1.1 GENERAL

a. Authority. Public Law 92-367, August 8, 1972, author-
ized the Secretary of the Army, through the Corps of
Engineers, to initiate a National Program of Dam
Inspection throughout the United States. The New
England Division of the Corps of Engineers has been
assigned the responsibility of supervising the
inspection of dams within the New England Region.
Edward C. Jordan Co. Inc. has been retained by the New
England Division to inspect and report on selected dams
in the states of Maine and New Hampshire. Authorization
and notice to proceed were issued to Edward C. Jordan
Co,, Inc. under a letter of December 1, 1978 from Max
B. Scheider, Colonel, Corps of Engineers. Contract No.
DACW33-79-C-0017 has been assigned by the Corps of
Engineers for this work,

b. Purpose.

(1) To perform technical inspection and evaluation of
non-Federal dams to identify conditions which
threaten the public safety and thus permit correc-
tion in a timely manner by non-Federal interests.

(2) To encourage and prepare the states to initiate
quickly effective dam safety programs for non-
Federal dams.

(3) To update, verify and complete the National Inven-
tory of Dams.

1.2 DESCRIPTION OF PROJECT

a. Location. The Sleeper Dam is located on the Sabattus
River at the outlet of Sabattus Pond in the town of
Sabattus, Maine. N 44° 07.3' W 70° 06.5°.

1-1
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Description of Dam and Appurtenances. The Sleeper Dam

15 a dry-laid stone masonry and concrete structure with
a free overfall spillway and a gated outlet. The dam
is about 140 feet long and 10.5 feet high.

Size Classification. The STeéper Dam has a storage

capacity of about 4,200 acre-feet and a height of about
10.5 feet. According to the Corps of Engineers' "Recom--
mended Guidelines for Safety Inspection of Dams,” a dam
with storage capacity greater than 1000 acre-feet but
less than 50,000 acre-feet or height greater than 40

feet and less than 100 feet is classified as an inter-
mediate sized dam.

Hazard Classification. The Sleeper Dam is classified

as naving a significant hazard potential. Failure
would most Tikely occur through either. of the two
spiliway sections. The flow from failure would likely
cause damage at the Webster Rubber Co. factory located
below the first downstream bridge and at 3 %o 4
residences located hetween the first and third
downstream bridges. Flooding depths at the residences
and factory would be minimal, probably not more than 1
to 2 feet.

Ownership. Sleeper Dam is currently owned by 4 parties

with each owning the following number of shares.

Shareholder No. of Shares
Town of Sabattus 1-1/2
Town Hall

Sabattus, ME
Tel. (207)375-4331

Albert Stevens 1/2
Box 31

Sabattus, ME

Tel. (207)375-6632

Gerry Bilodeau 1
712 Washington St.

Auburn, ME

Tel. {207) 784-193]

1-2
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Max Miller Corporation 5
Box 97 '
Lisbon Falls, ME

Tel. (207}353-4371

Previous Shareholders

R.M. HiN 1/2
Date: unknown to 1956

Deena Woolen 1
Date: unknown

Webster Rubber Corp. 1-1/2
Date: unknown to 1978

Farnsworth 2
Date: unknown

Bonafide 3
Date: Unknown

Operator. Sabattus Pond Association through permission

of shareholders.

Contact: Emery Boulette
Sabattus, Maine
Tel. (207)375-6543

Purpose of Dam. The dam is presently being used to

control the water Tevel at Sabattus Pond for recrea-
tional purposes.

Design and Construction History. Very little original

design and construction data pertinent to this dam was
available. According to information on file at the
Webster Rubber Co., the following repairs to the dam
were made in 1961: installation of new flashboards;
installation of new gates, hardware and riser posts;
repair and resetting of gate 1ifting equipment.

Normal Operating Procedure. The following is an excerpt

from the State of Maine Department of Environmental
Protection, Finding of Fact and Order, as a result of

an October 16, 1978 public hearing. This Order sets

the maximum and minimum water levels and flow at Sabattus
Pond and Sieeper Dam.

1-3
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"1, The owner will maintain a water level at Sabattus
Pond from on or-about June 1 through September 15,
not to exceed a maximum of 2" above the Tower
spillway (eastern side). Once that level is
reached, the owner should not exceed the maximum
level. Throughout the summer months, the only
lowering of the water below the top of the spiliway
should be due to natural causes or to maintain the
suggested 2.5 c¢fs flow in the Sabattus River.

2. After September 15, the dam owner will draw down
the lake by opening the gates to provide for the
flushing of nutrient material. The gates will re-
main open until May 1 of the following year at
which time the dam owner may regulate the flow not
to exceed the maximum level established by the
Commission.

3. In September of 1979, the Executive Director will
make himself available fto attend a meeting called
by interested parties and the dam owner to discuss
the past summer season at Sabattus Lake. At this
meeting, the parties will attempt to resolve any
problems resultant from the Commission's Order.

If deemed necessary, possible amendment to the
Commission Order will be discussed.”

However, since the gates are inoperable, the level in
Sabattus Pond is now controlled by flow over the spill-
ways. There are 1 foot long iron rods cast into the
crest of the easterly spillway which would allow the
installation of flashboards. However, flashboards are
not used,

1.3 PERTINENT DATA

&,

Drainage Areas. The drainage area above Sleeper Dam is

approximately 34 square miles. The terrain is generally
flat and forested with some development, primarily cot-
tages, on the shore of Sabattus Pond.

Discharge at Damsite. The following pertinent dis-

charges were estimated assuming the water surface
elevation to be at the top of the dam (elevation 244.0).

(1) Spillway capacity - 90 cfs

1-4
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(2) Outlet gate capacity - (inoperable): capacity if
operable 400 cfs

(3) Maximum historical flood discharge is unknown, but
during the March 1936 ficod, the peak discharge of
Sabattus River at Sabattus was determined to

be 1880 cfs.
(4) Total project discharge at test flood (1/2 PMF) -
3,300 cfs.

c. Elevation. The survey datum was adjusted to mean sea
Tevel (MSL) datum based on the assumption that the
easterly spillway crest is approximately equal to
normal water surface elevation of 243 (MSL) as shown on
the Lewiston, Maine U.S. Geological Survey quadrangle.
The following elevations above MSL are approximate
only.

APPROXIMATE
ITEM ELEVATION (FEET ABOVE MSL)

Streambed at centerline of dam 234.5

Maximum tailwater Unknown

Recreation pool 243.0

Full flood control pool N/A

Spillway crest - easterly spillway 242.9

- westerly spillway 243.7

Top of dam easterly abutment 244 .0

- westerly abutment 245.0

Test flood (1/2 PMF) pool 248.0

d. Reservoir Reach.

ITEM LENGTH (MILES)

Spiilway crest 3.9

Top of dam 3.9

1-5
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e. Reservoir Storage Capacity.

1TEM ACRE-FEET
Spillway crest 3600
Top of dam (elev. 244) 4200
1/2 PMF pool 14,600

£, Reservoir Surface Area.

ITEM ACRES
Spillway crest 2050
Top of dam (elev. 244) 2100
1/2 PMF pool 2350
g.  Dam.

Type - The dam consists of a dry-laid stone masonry and
concrete structure.

Length - Approximately 140 feet including east and west
abutments.

Height - Maximum 10.5 feet from top of west abutment to
channel bed.

Top Width - Varies; see plan and cross-section drawings
in Appendix B.

Zoning - See plan and cross-section drawings in Appendix
B.

Impervious Core - None.

Cutoff -~ Concrete upstream face keyed into streambed or
onto bedrock.

Grout Curtain - None.

h. Diversion and Requlating Tunnel. Not appiicable.
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Spillway.

Type - Broad crested, uncontrolled weir

Length - easterly: 22.0 feet
westerly: 45.5 feet

Crest Elevation - easterly: 242.9
westerly: 243.7

Gates - None,

Upstream Channel - The upstream channel is formed by
Sabattus Pond. The spillway approaches are clear and
unobstructed.

Downstream Channel - The channel immediately downstream
of the dam is comprised primarily of ledge and cobbles.
There are some boulders about 2 feet in diameter down-
stream of the dam, especially on the easterly side.

The banks of the river have a moderate growth of trees
and brush.

Requlating Qutlets.

(1} Invert - 234.5
(2} Size - two gates - 3 feet wide by 5 feet high

(3} Description - Vertical 1ift timber gates located
between the twc spillways.

(4} Control Mechanism - The gates are controlled by
manually operated mechanical 1ift equipment. Both
gate stems are broken off below the 1ift equip-
ment, making the gates inoperable,
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2.1

SECTION 2
ENGINEERING DATA

.1 DESIGN

2.2

No design data were available for the Sleeper Dam.

CONSTRUCTION

2.3

No engineering data were available regarding construction of
the Sleeper Dam.

OPERATTON

2.4

No engineering operational data were available.

EVALUATION

a. Availability. There are no engineering data or plans

available that would be useful in evaluating the inte-
grity of Sleeper Dam.

Sleeper Dam



SECTION 3
VISUAL INSPECTION

3.1 FINDINGS

a.

General. The Sleeper Dam, at the outlet of Sabattus

Pond, is Tocated in a broad valley section. It is a
stone masonry and concrete structure with free overfall
spillways and a gated outlet.

Dam.

(1} Structural - The dam is constructed of dry-laid
stone masonry with a concrete upstream face and
spiliway cap. See Appendices A, B and C for
detail inspection notes, sketches and photographs.
The inspection of the dam resulted in the following
major findings:

(a) The masonry in the downstream face appears
Toose in many areas. Voids exist in some
areas where the stones have tumbled from the
face (see Photo #11).

(b) The overall dam structure appears true to
1ine and grade. No lateral deflection or
settlement is apparent.

{¢c) The concrete surfaces on the structure are
generally in good condition. The lower
portion of the outlet sluiceway and the inlet
structures are spalled quite deeply (see
Photos #6, 7, & 8).

(d) The area east of the dam is a bedrock ridge
which abuts the east end of the dam. Low
areas in the bedrock surface have been filled
with mortar laid stone masonry. Flow was
occurring over this area at the time of
inspection. No erosion was evident and the
area does not appear to be susceptibie to
erosion. Several trees and low brush were
growing in this area (see Photo #3).

(e) The embankment west of the right abutment has
a turf cover and appears to be in good condi-
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3.2

tion, however, this area is susceptible to
erosion if overtopped.

(2) Hydraulics - At the time of the visual inspection,
the pond Tevel was estimated to be at elevation
244.2, approximately 0.2 feet above the sasterly
abutment. There was about 1.3 feet of water
flowing over the westerly spillway, and 2.1 feet
over the easterly spiliway. There was some leakage
around the two timber gates.

C. Appurtenant Structures. Some leakage was occurring

around the control outlet gates. The hoisting equip-
ment appeared to be in fair condition but the lifting
stems on the gates have been broken, rendering the
gates inoperable,

d. Reservoir Area. The reservoir consists of Sabattus

Pond, which has a surface area of about 2,050 acres.
There are many cottages and some permanent residences
on the reservoir shoreline.

e. Downstream Channel. The channel immediately downstream

of the dam 1s comprised of bedrock and cobbles. There
‘are also some boulders about 2 feet in diameter down-
stream of the dam, especially on the easterly side.

The banks of the river have a moderate growth of trees
and brush (see Photo #2). About 700 feet downstream of
the dam is a breached dam and a bridge crossing. About
1,500 feet downstream of the dam the river makes a 180°
bend, :

EVALUATION

Based on the visual inspection, the dam appears to be in
fair condition. The stone masonry which supports the spili-
way crest is loose and some voids exist. Further loss of
masonry would result in a loss of support of the spillway
crest. The control outlet structure is in fair condition
but the gates are inoperable. As outlined in Section 7,
rehabilitative construction and maintenance are necessary to
enhance the long-term integrity of the structure.
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4.1

SECTION 4
OPERATING PROCEDURES

PROCEDURES

The following is an excerpt from the Department of Environ-
mental Protection, Finding of Fact and Order, as a result of
an October 16, 1978 public hearing. This Order sets the
maximum and minimum water levels and flow at Sabattus Pond
and Sleeper Dam.

".

The owner will maintain a water level at Sabattus Pond
from on or about June 1 through September 15, not to
exceed a maximum of 2" above the lower spillway (eastern
side). Once that level is reached, the owner should
not manipulate the dam except to assure that the water
does not exceed the maximum Tevel. Throughout the
summer months, the only lowering of the water below the
top of the spillway should be due to natural causes or
to maintain the suggested 2.5 cfs flow in the Sabattus
River.

After September 15, the dam owner will draw down the
take by opening the gates to provide for the flushing
of rutrient material. The gates will remain open until
May 1 of the following year at which time the dam owner
may regulate the flow not to exceed the maximum Tevel
established by the Commission.

In September of 1978, the Executive Director will make
himself available to attend a meeting called by inter-
ested parties and the dam owner to discuss the past
summer season at Sabattus Lake. At this meeting, the
parties will attempt to resolve any problems resultant
from the Commission's Order. If deemed necessary,
possibie amendment to the Commission Order will be
discussed.” :

However, since the gates are inoperable, the ievel in Sabat-
tus Pond is now controlled by flow over the spillways.

There are 1 foot long iron rods cast into the crest of the
easterly spillway which would allow the installation of
flashboards. However, flashboards are not used.

4-1
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4.2

MAINTENANCE OF DAM

The dam is in need of maintenance. According to information
on file at the Webster Rubber Co., substantial maintenance

was performed in 1961. This maintenance included: installation

of new flashboards, installation of new gates, hardware, and

riser posts, and repair and resetting of gate 1ifting equipment.

4.3 MAINTENANCE OF OPERATING FACILITIES
The outlet gates hoisting mechanisms appears to be in fair
condition, however, the 11ft1ng stems have been broken and
the gates are 1noperab1e

4.4 DESCRIPTION OF ANY WARNING SYSTEM IN EFFECT
No warning system is known to be in effect.

4.5 EVALUATION

The Sleeper Dam outlet control facilities are inoperable and
in need of repair. Maintenance is unscheduled and inadequate.
Due to the lack of access to the outlet gates, operation of
the gates, even if repaired, would be impossible during high
flow conditions. Ho formal warning system for either high
water or structural distress is in effect at the dam.
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5.1

SECTION 5
HYDRAULIC/HYDROLOGIC

EVALUATION OF FEATURES

General. The Sleeper Dam is a dry-laid stone masonry

and concrete structure with an uncontrolled free over-
fall spillway and twe 3x5-foot timber control gates

Design Data. Hydraulic and hydrologic design data were

Experience Data. No information regarding past over-

topping of Sleeper Dam was available. However, during
the March 1936 flood of record, the peak discharge of
the Sabattus River at Sabattus, about 0.5 miles down-
stream of the dam was measured by the USGS to be 1880
c¢fs. This flow would have produced a stage in Sabattus
Pond of about elevation 247 or 2 feet above the westerly

Visual Observations. Flow from Sabattus Pond is dis-

charged by an uncontrolled spillway. There are two
timber gates which are inoperable due to broken 1ift
stems. At the time of the visual inspection, the pond
level was estimated to be at elevation 244.2, approxi-
mately 0.2 feet above the easterly abutment.

a.
which are presently inoperable.
b.
not available.
c.
abutment.
d.
e.

Test Flood Analysis. The Sleeper Dam is classified as

having a significant hazard potential. Based on the
Corps of Engineers’ "Recommended Guidelines for Safety
Inspection of Dams," a test flood equal to one-half the
probable maximum flood (1/2 PMF), developed in Appendix
D, was used in evaluating the spillway capacity of the
dam. The 33.7 square mile drainage area is characterized
as flat. Using Corps of Engineers' "Preliminary Guidance
for Estimating Maximum Probabie Discharges,” the test
flood produces a peak inflow of 9300 ¢fs. Due to the
effect of surcharge storage in the reservoir, the

routed test flood peak outflow at the dam is approximately
3300 cfs. Stop Togs were not in use during the visual
inspection, and they are not currently used as standard
operating procedure. The spillways are capable of
discharging about 90 cfs or about 3% of the test flood
without overtopping the easterly abutment. During the
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test flood event, water would overtop the easterly
abutment by 4 feet and the westerly abutment by 3 feet.
Due to the nature of soil and limited cover, the earth
bank west of the right abutment would not be highly
resistant to erosion during periods of overtopping.

Dam Failure Analysis. To determine the hazard classi-

fication for the Sleeper Dam, the potential impact of
failure of the dam when the reservoir water surface
elevation is level with the top of the dam was analyzed.
The failure analysis relied upon the Corps of Engineers
“rule of thumb" guidelines. The hazard potential was
determined by calculating downstream dam failure hydro-
graphs which might result from a breach of the left
spiliway. The left spiliway section was selected
because it appears to be the most vulnerable portion of
the dam.

The flood peak at the dam from failure was computed to
be 1270 cfs. Flow just prior to failure would be about
100 cfs. Based upcn field observation of approximate
full spillway discharge, the water surface elevation
just below the dam prior to failure would be about 238
ft. Subsequent to failure, the water surface elevation
below the dam would be about 241 ft. It would take

the reservoir approximately 4 days to empty. About 700
feet downstream of Sleeper Dam, the peak flow from
failure would flood portions of the Webster Rubber Co.
factory to a depth of about 1 foot. About 0.7 of a
mile downstream of Sleeper Dam, an abandoned factory
and dam site would be flooded to depths of 1 or 2 feet.
There would not likely be any structural damage down-
stream of the 0.7 mile reach below Sleeper Dam. In the
0.7 mile long reach below Sabattus Pond, the failure
would probably result in damage to about 4 residences
and a factory building. Danger of the loss of life may
be considered to be minimal.

Sleepeyr Dam



SECTION 6
STRUCTURAL STABILITY

6.1 EVALUATION OF STRUCTURAL STABILITY

a.

Visual Observations., Based on the visual observations,

the Sleeper Dam appears to be in fair condition. The
stone masonry which forms the downstream face of the dam
and supports the spillway crest appears loose in many
areas with several voids existing where some stones have
been displaced. Further displacement of the masonry
will leave the spillway crest unsupported and could
potentially cause breaching of the dam. The concrete
surfaces of the outlet structure are deeply spalled near
the bottom, however, this presently does not appear to
pose a threat to the stability of the structure.

Design and Construction Data. No data concerning ori-

ginal design or construction of the Sleeper Dam was dis-
closed in this investigation.

Operating Records. None available.

Post-Construction Changes. Changes have been made to

the inlet structure above the gateworks. In this area,
steel angles, channels, and pipes have been installed,
apparently to protect the timber gates and timber members
around the gates from large pieces of floating debris.
The channels were instailed as stop 1og slots upstream
of the gates. No other post-construction structural
changes are known to have been made.

Seismic Stability. The dam is located in Seismic Zone

No. 2, and in accordance with recommended Phase [ guide-
Tines, does not warrant seismic analysis.

6-1
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- SECTION 7

ASSESSMENT, RECOMMENDATIONS AND REMEDIAL MEASURES

7.1 DAM ASSESSMENT

d.

Condition. Based on the visual inspection, and perfor-

mance history of the Sleeper Dam, it is assessed to be
in fair condition. The test flood is the 1/2 PMF with
the routed peak outflow estimated to be 3,300 cfs. The
spillway capacity of the dam is about 90 cfs or 3% of
the routed test flood. The left abutment is overtopped
frequently. However, the overflow area is mostly
exposed bedrock and is not very susceptible to erosion.
The inspection of the facility resulted in the following
major concerns:

(1) The stone masonry which supports the spillway
crest is loose and some stones have been displaced.

(2) The control outlet gate 1ifting stems are broken
and are therefore inoperable.

(3) The concrete sidewalls and center pier in the
outlet works are badly spalled.

(4) There is not adequate access to the control outlet
gateworks during high flow.

Adequacy of Information. The information avaiiable is

such that the assessment of the condition of the dam
must be based primarily on the visual inspection, the
past operational performance of the dam, and engineering
Judgment.

Urgency. The recommendations and remedial measures

outlined in 7.2 and 7.3 below should be implemented
within 12 months after receipt of this report by the
owner,

Need for Additional Investigation. Additional investi-

gation is not considered necessary for the current
assessment,

7-1
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7.2 RECOMMENDATIONS

The following should be evaluated by a Registered Professional
Engineer and implemented as found necessary:

(1) The hydrology of the watershed and hydraulics of the
dam with respect to the need for additional spillway
and outlet capacity.

(2) A provision for re-establishing the integrity of the
stone masonry which forms the downstream face of the
dam and supports the spillway crest. This evaluation
must also consider a provision to maintain free drainage
of the masonry portion of the dam structure.

{3} The need and appropriate construction details for a
facility to provide access to the control outlet gate-
works during high flow.

7.3 Operating and Maintenance Procedures. A program of
inspection and maintenance of the dam should be imple-
mented and a record of these activities should be kept.
The following specific maintenance and operating
procedures should be implemented:

(1) Repair of spalied concrete surfaces.

(2) Repair of the outlet gates and operating equipment
to return these gates to operable condition.

(3) Clearing of trees and brush from the left abutment
to provide better flow characteristics and to
lessen deterioration of the bedrock surface and
mortar-laid masonry fill,

(4} Provide around-the-clock surveiilance during
periods of anticipated high runoff.

(5) Develop a formal warning system and implement its
use in the event of an emergency.

{6) Have inspections of the dam made by Registered
Professional Engineers once every year.

7.4 ALTERNATIVES

This investigation has identified no practical alternatives
to the above recommendations.

7-2
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APPENDIX A

VISUAL INSPECTION CHECKLIST
AND
SUPPLEMENTARY INSPECTION NOTES



VISUAL INSPECTION CHECKLIST
PARTY ORGANIZATION

PROJECT Sleeper Dam DATE March 27, 1979

TIME AM.

WEATHER Sunny, cold

W.S. ELEV. 244.15 U.S. D
PARTY:
1. Stephen W. Cole 6.
2. Brian Bisson 7.
3. Scott Decker 8.
4, John Kimble . 9.
5 10
PROJECT FEATURE INSPECTED BY REMARKS
1. Geotechnical Cole
2. Hydraulics/Hydrology Bisson
3. Civil Decker
4, Structural Cole, Decker
5. Survey Kimble
6. Photography Bisson, Decker
7.
Review Inspection March 17, 1979 C. Horstmann

Conditions basically same as above

NOTE: See Suppliementary Inspection Notes Following Checklist

A-1
Sleeper Dam




INSPECTION CHECKLIST

PROJECT  Sleeper Dam

DATE 3/27/79

PROJECT FEATURE Embankment NAME Cole
DISCIPLINE Geotechnical NAME
AREA EVALUATED CONDITIONS

DAM EMBANKMENT

Crest Elevation

Current Pool Elevation

Maximum Impoundment to Date
Surface Cracks

Pavement Condition

Movement or Settlement of Crest
Lateral Movement

Vertical Alignment

Horizontal Alignment

Condition at Abutment and at
Concrete Structures

Indications of Movement of
Structural Items on Slopes

Trespassing on Slopes

Sloughing or Erosion of Slopes
or Abutments

Vegetation

A-2

NOTE: Embankment consists only of back-
fill at west abutment.

245+

244 .15
247+
None
Turf okay
None

None

Okay

Okay

Good

None

None

None

Turf and small brush

Sleeper Dam



AREA EVALUATED

CONDITIONS

DAM EMBANKMENT (cont.)

Rock Slope Protection - Riprap
Failures

Unusual Embankment or Downstream
Seepage

Piping or Boils
Foundation Drainage Features
Toe Drains

Instrumentation System

None

None

None
None
None

None

Sleeper Dam



INSPECTION CHECKLIST
PROJECT _ Sleeper Dam DATE 3/27/79

PROJECT FEATURE Intake Channel/Structure NAME Cole, Decker

DISCIPLINE Structural, Hydraulics/ NAME Bisson
Hydrology
AREA EVALUATED CONDITION

QUTLET WORKS - INTAKE CHANNEL AND
INTAKE STRUCTURE

a. Approach Channel Cove of pond
STope Conditions Flat, good
Bottom Conditions Gravel, clear
Rock Slides or Falls None
Log Boom None
Debris Some floating debris
Condition of Concrete Lining None
Drains or Weep Holes None

b. Intake Structure
Condition of Concrete Fair, some erosion and spall

Stop Logs and Slots No stop logs, stop log slots fair

A-4
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INSPECTION CHECKLIST

PROJECT  Sleeper Dam

PROJECT FEATURE Control Tower

DATE 3/27/79

NAME Cole, Decker

DISCIPLINE Structural NAME
AREA EVALUATED CONDITION
QUTLET WORKS - CONTROL TOWER
a. Concrete and Structural
General Condition Fair

Condition of Joints

Spalling

Visible Reinforcing

Rusting or Staining of Concrete
Any Seepage or Efflorescence
Joint Alignment

Unusual Seepage or Leaks in Gate
Chamber

Cracks

Rusting or Corrosion of Steel
b. Mechanical and Electrical

Air Vents

Float Wells

Gate Hoist

Elevator

A-5

Fair, some wear
Minor spalling
None

None

-None

Okay

None

Crack in east side

None

N/A
N/A
New steel hoist beam above gate

None
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AREA EVALUATED CONDITIONS

QUTLET WORKS - CONTROL TOWER (cont.)

Hydraulic System None

Service Gates Timber vertical 1ift gates,
Emergency Gates 1ifting stems broken (gates in-

operable). '

Lightning Protection System N/A

Emergency Power System N/A

Wiring and Lighting System - N/A

A-6
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INSPECTION CHECKLIST

PROJECT STeeper Dam

PROJECT FEATURE Transition & Conduit

DISCIPLINE Structural, Hydraulics/

Hydrology

DATE 3/27/79

NAME Cole, Decker

NAME Bisson

AREA EVALUATED

CONDITION

QUTLET WORKS - TRANSITION AND CONDUIT

General Condition of Concrete
Rust or Staining on Concrete

Spalling

Erosion or Cavifation
Cracking

Alignment of Monoliths
Alignment of Joints

Numbering of Monoliths

A-7

Fair
None

Severe spalling, bottom of sid
walls and pier

Erosion of spalled areas
None
N/A
Okay
N/A

Sleeper Dam



PERIODIC INSPECTION CHECKLIST
PROJECT S1eeper Dam DATE 3/27/79

PROJECT FEATURE Qutiet Structure/Channel NAME Cole, Decker

DISCIPLINE  Structural, Geotechnical NAME Bisson
Hydraulics/Hydrology
AREA EVALUATED CONDITION

QUTLET WORKS - QUTLET STRUCTURE AND
QUTLET CHANNEL

General Condition of Concrete Fair
Rust or Staining None
Spalling Spall near boftom of walls and piers .
Erosion or Cavitation Erosion of spalled areas
Visible Reinforcing _ None
Any Seepage or Efflorescence Some leakage through east sidewall
Condition at Joints Fair
Drain holes None
Channel

Loose Rock or Trees Qverhanging None

Channel
Condition of Discharge Channel Unobstructed
A-8
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INSPECTION CHECKLIST

PROJECT Sleeper Dam

PROJECT FEATURE__ Spillway

DISCIPLINE Geotech., Hydraulics/Hydrology

DATE 3/27/79

NAME Cole, Decker

NAME Risson

AREA EVALUATED

CONCITION

QOUTLET WORKS - SPILLWAY WEIR, APPROACH

AND DISCHARGE CHANNELS

a. Approach Channel
General Condition
Loose Rock Overhanging Channel
Trees Overhanging Channel
Floor of Approach Channel

b, Weir and Training Walls
General Condition of Concrete
Rust or Staining
Spalling
Any Visible Reinforcing
Any Seepage or Efflorescence
Drain Holes

c¢. Discharge Channel
General Condition
Loose Rock QOverhanging Channel
Trees Overhanging Channel
Floor of Channel

Other Obstructions
A-9

Clear, good
None
None

Gravel, clear

Fair, cavities in D.S. stone m
None

Minor spalling

None

None

None

Good |

None

None

Cobbles and gravel, clear

None

STeeper Dam



INSPECTION CHECKLIST

PROJECT Sleeper Dam DATE  3/27/79
PROJECT FEATURE Service Bridge NAME  Decker
DISCIPLINE  Civil NAME

AREA EVALUATED CONDITION

QUTLET WORKS - SERVICE BRIDGE

a. Superstructure
Bearings
Anchor Bolts
Bridge Seat
Longitudinal Members NOT APPLICABLE

Under Side of Deck No

Service :
Secondary Bracing Bridge
Deck |

Drainage System
‘Railings
Expansion Joints
Paint
b. Abutment & Piers
Génera] Condition of Concrete
Alignment of Abutment
Approach to Bridge

Condition of Seat & Backwall

Sleeper Dam



I.

SUPPLEMENTARY INSPECTION NOTES

SLEEPER DAM
SABATTUS, MAINE

APPENDIX A

CONCRETE AND STONE MASONRY STRUCTURES IN GENERAL

d.

Concrete Surfaces. In general the concrete surfaces of

the Sleeper Dam are in fair condition. Some spalling is
evident on the controlled outlet and crest of the
spillway. Fairly severe spalling has occurred near the
lower portions of the sidewalls and central pier in the
controlled outlet section.

Stone Masonry Surfaces - The downstream face of the
spiliway section of the dam is constructed of dry-laid
stone masonry. Loss of masonry has created voids in the
downstream face, some are quite large. A detailed
inspection of the masonry could not be made due to the
water flowing over the spillway section. However,
photographs taken previously during a dry period indi-
cate a loss of masonry from the downstream face (see
Photos #7 and 11).

Structural Cracking. No structural cracks were observed

in the crest of the spillway or abutment sections of the
dam. However, photos taken previously show what appears
to be either a structural crack or open joint in the
right spillway crest. One structural crack exists in
the left side of the outlet section of the dam. This
crack appears to extend only through the sidewall of
the outlet structure.

Movement, Horizontal and Vertical Alignment. The entire

dam section appears to be true to line and grade. No
evidence of either horizontal or vertical movement was
observed.

Junctions. The junctions in the structure between the

spillways and the abutments and the spillways and the
controlled outlet section appear to be in good condition
and no evidence of movement or excessive leakage or
seepage was noted. Some minor leakage is occurring at
the junction between the spillway and the west abutment.

Sleeper Dam



Drains. No formal drains were observed in the dam. The
dam is constructed of dry-laid stcne masonry which has
inherent drainage characteristics.

Water Passages. The surface of the spillway section

appears to be in generally good condition with no evi-
dence of serious erosion or scour. The interior surface
of the controllied outlet sluiceways appears to be in
fair condition. Substantial spalling and erosion has
occurred on the lower portion of the side walls and the
central pier.

Seepage or Leakage. At the time of inspection a substan-

tial flow of water was occurring over the spillway and
through the controlled outlet section. No evidence of
seepage or leakage could be observed in any portion of
the dam. _ _

Monolith Joints, Construction Joints. ATl Jjoints in the

dam appear to be in fair condition with no evidence of
movement or extreme wear or erosicn noted in any of the
joints. ‘

Foundation. The easterly portion of the dam appears to

be founded directly on bedrock. The westerly end of the
dam appears to be founded on soil. No evidence of
undermining could be observed at the time of inspection.
Due to the fairly true alignment of the structure it
appears that no foundation distress has occurred, Based
on photos taken in the fall of 1978, it appears that no
substantial downstream scour or undermining of the
structure has occurred.

Abutments. The abutments of the dam were found to be in

good condition with no evidence of seepage or leakage,
and no evidence of settlement or instability.

EMBANKMENT STRUCTURES

The embankment of the dam consists of only backfill at the
westerly abutment of the structure,

a.

Settlement. No evidence of settlement in the embankment

section of the dam was observed.

Slope Stahility. The siope of the embankment west of

the dam {approximately 3:1) shows no evidence of slope
instability.

Sleeper Dam



C. Seepage. No evidence of seepage through the embankment
or through the abutment at the right end of the dam was
observed.

d. Drainage. Nc drainage system is known to exist and none
was observed at the structure.

e. Slope Protection. The embankment section is turf covered
and no evidence of erosion was noted during the inspec-
tion,

SPILLWAY STRUCTURES

The spiliway at Sleeper Dam consists of two sections of con-
crete free overfall spillway and a section of mortar-laid
stone masonry spillway. The concrete crest section left of
the gated outlet is 22 feet long and somewhat Tower than the
right section which is 45.5 feet long. The left section is
also provided with flashboard rods. At the left end of the
dam there is a section of bedrock approximately 150 feet
long, which has some stone masonry placed on top of the
bedrock outcrop. This area forms a 58 foot long spillway for
the structure (see Photo #3). No evidence of serious erasion
or scour was observed. Flow was occurring over this section
at the time of inspection (3/17/79).

a. Control Gates and Operating Machinery. The spiliway at
the dam is unconireoiied. '

b. Unlined Saddle Spillways. None.

c. Approach and Qutlet Channels. The upstream channel is
formed by Sabattus Pond, the spillway approaches are
clear and unobstructed. The channel immediately down-
stream of the dam is formed primarily by ledge and
cobbles. There are some boulders about 2 feet in dia-
meter downstream of the dam, primarily on the left side.
The banks of the river have a moderate growth of trees
and brush (see Photos #1 and 2). '

d. Stilling Basin. The stilling basin consists of the
stream channel below the dam. No erosion or scour was
in evidence.

QUTLET WORKS

The outlet works at Sleeper Dam consists of two timber ver-
tical 1ift gates.

Steeper Dam



a. Intake Structure. The intake structure consists of con-
crete headwalls and a provision for stop logs upstream
of the gate. A substantial amount of floating debris
was present immediately upstream of the inlet structure.

b. Operating and Control Gates. The gates consist of two
vertical Tift timber gates. The 1ifting stems on the
gates have been broken and the gates are presently in-
operable (see Photo #4). The hoisting equipment with
the exception of the Tifting stems appears tc be in fair
to good condition.

¢. Conduits, Sluices and Water Passages. The interior sur-
faces of the sluiceway appear to be in generally good
condition. Substantial spalling and erosion has occurred
on the Tower portion of the sidewalls and the central
pier (see Photos #6, 7 and 8). No serious leakage is
occurring into the outlet conduit.

d. Stilling Basin. The stilling basin below the outlet
consists of the stream channel. No evidence of serious
erosion or scour was noted.

€. Approach and Qutiet Channel. The approach and outlet
channels to the outlet works are clear and unobstructed.

f.  Drawdown Facilities. The two vertical 1ift gates pro-
vide drawdown facilities.

SAFETY PERFORMANCE INSTRUMENTATION

None.

DOWNSTREAM CHANNEL

The channel immediately downstream of the dam is comprised
primarily of ledge and cobbles. There are some boulders
about 2 feet in diameter downstream of the dam, primarily on
the left side.

QPERATION AND MAINTENANCE FEATURES

a. Reservoir Regulation Plan. None.

b. Maintenance. It appears that maintenance has been per-
formed on the Sleeper Dam on an as-needed basis. Pre-
sently, maintenance is necessary on the controlled out-
Tet works including the gates and the outlet sluiceway;
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and on the masonry portions of the dam, where large
cavities exist,

Sleeper Dam



APPENDIX B
ENGINEERING DATA

This appendix 1ists the engineering data collected either from
project records or other sources of data developed as a result of

the visual inspection. The contents of this appendix are listed
below.

Appendix Description
B-1 General Project Data
B-1
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APPENDIX B-1
GENERAL PROJECT DATA

The following plan, profile and cross-sections of Sleeper Dam were
developed from a limited stadia survey performed during visual in-
spection, field notes taken by inspection team members, and photo-
graphs taken during the visual inspecticn. The survey was refer-
enced to an arbitrary Tocal datum. Approximate U.S.G.S. elevations
were estimated by noting the dam's location on the U.S. Geologic
Survey map and assuming that the easterly spillway crest is equal
to normal water surface of Sabattus Pond of approximate elevation
243 (MSL).
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APPENDIX C
PHOTOGRAPHS

The following are photographs referenced in this report. See
Sheet B-1 for photograph locations and orientations. Photographs
1-5 were taken by the inspection team on March 27, 1979. The
remaining photos were taken, in the fall of 1978, by an owner of
property adjacent to the dam.
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VIEW UPSTREAM
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3
SPILLWAY - LEFT ABUTMENT

4
GATE OPERATING EQUIPMENT
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DOWNSTREAM FACE

GATED OUTLET SLUICE
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UPSTREAM FACE
FROM WEST EMBANKMENT

10

DOWNSTREAM FACE OF WESTERLY SPILLWAY
NOTE BRUSH IN DOWNSTREAM CHANNEL
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11

DOWNSTREAM FACE - LEFT SPILLWAY
NOTE ERODED AREA

12

GATED OUTLET - VIEW FROM UPSTREAM
NOTE DETERIORATION OF CONCRETE
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APPENDIX D
HYDROLOGIC AND HYDRAULIC COMPUTATIONS
Hydrologic computations pertinent to this investigation are

attached. The following drainage area map shows the watershed at
Sleeper Dam.
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APPENDIX E

Informat1on as Contained in the National
Inventory of Dams
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